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ROOF DETAIL

MARION, IN

5/15/2015

APPLEWHITE Z. MCDANIEL

3 4

REPLACE ROOFS,

VARIOUS BUILDINGS

1

610-15-113

49,54,55,97,137,153,170

15-101M

81' 41'

9' 3"

140'

2' 6"

30' 6"

29' 6"

29' 6"50'

13' 6"

86'

29'

19' 4"

5' 6"

21' 6"

40' 6"
25' 6

"

12' 7"

7' 7"

31' 2"

40' 3"

13' 6"

17' 6"

6'

ROOF MEMBRANE IS TO BE .060 MM "WHITE"

(K.E.E.)  KETONE ETHYLENE ESTER FLEECE

BACKED MEMBRANE OVER FULLY ADHERED

LOW RISING FOAM WITH A MIN. R-30

INSULATION VALUE. (TYP).

EXISTING ROOF CONSIST OF METAL

DECKING WITH 2" POLYISOCYANURATE

BURIED UNDER 1" OF VERMICULITE WITH

1" OF BITUMEN WITH GRAVEL ON TOP

INSTALL NEW STAINLESS

STEEL FLASHING. (TYP).

13' 2"

43'

19'

4'

22' 6"

13' 5"

14' 2"

4' 9"

17' 4"

24'

18'

2' 4"

30' 6"

31'

23' 6"

5' 6"

19' 10"

5' 1"

7' 4"

12' 6"

11'

3' 6"

24'

41' 2"

26' 9"

3' 5"

7' 6"

8'

VTR

VTR

VTR

VTR VTR

VTR

VTR

VTR

VTR

VTR

VTR

VTR

VTR

VTR

INSTALL NEW STAINLESS

STEEL FLASHING. (TYP).

REMOVE EXISTING DRAIN AND

SLOPE BOX GUTTER TO DIVERT

STORM RUN-OFF TO SCUPPER

BOX LOCATED ON EAST END.

EXISTING ROOF CONSIST OF WOOD

DECKING WITH 2" POLYISOCYANURATE

BURIED UNDER 1" OF VERMICULITE WITH

1" OF BITUMEN WITH GRAVEL ON TOP

N/A

N/A

INSTALL A SECOND SCUPPER FOR

OVERFLOW AND CONNECT TO

EXISTING DOWNSPOUT


